
































e Leaks identified on DTA and UTA components will be placed on delay of repair until repairs can
be made safely. A list of the DTA and UTA components currently on delay of repair will be
included in the CAP annual progress report due February 28th of each year, including the reasoning
of the DTA or UTA determination and the schedule for each repair.

e If a repair of a leak cannot be successfully completed according to this GHG Plan, DECP shall
submit a plan prior to extending a repair past allowed timeframes for MDE approval. The leaking
component will remain on delay of repair until an MDE determination has been made. The
submitted plan shall include the following;

o An explanation of the technical difficulty;

o A timeline to successfully repair the leaking component; and

o A calculation on the additional GHG emissions, that is expected to be released due to the
extension beyond allowed timeframes, i.e. additional emissions from end of allowed
timeframe to planned successful leak repair.

As a best practice, DECP will elect to utilize SAP, an electronic database, or other program approved by
Dominion Energy Environmental Services to track delay of repair items. The final decision for placing a
component on the delay of repair list is the responsibility of maintenance personnel and will be made
following coordination with the Station Environmental Coordinator and the GHG Plan Coordinator.
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